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Analysis of the Event

There was no actual safety consequence associated with this event. The potential safety
consequences of this event were minimal. The high level RFP trip and low level scram
occurred at low power and condensate remained capable of providing makeup coolant to
the RPV.

A modification to the Unit 2 DEHC software was installed during refueling outage 2R13 in
April 2015. The modification introduced a difference in the Unit 2 software to address a
licensed operator request for enhanced BPV jack control.

The DEHC modification was installed on Unit 1 during refueling outage 1R15 in April 2014
and on Unit 2 during refueling outage 2R13 in April 2015.

GP-2 was identified as an impacted procedure in the Unit 2 DEHC installation modification.
The procedure revision paperwork did not identify the need for procedure validation. The
decision to validate only selected procedures was made without appropriate station
challenge, and led to the GP-2 procedure revision errors not being identified. These latent
procedural errors ultimately resulted in the Unit 2 Scram.

Cause of the Event

The root cause of the event was Operations Management did not identify the risk associated
with procedure changes for the Unit 2 DEHC modification and did not appropriately mitigate
it through procedure validations.

A contributing cause was the DEHC project team made software changes at the
Factory Acceptance Test (FAT) that were not adequately documented and evaluated per
the process guideline for FAT, CC-AA-107-1002.

An additional contributing cause was that issues encountered while implementing the
deficient procedure, GP-2 Attachment 15, were not documented and effectively turned over
to the next shift.

Corrective Action Completed

GP-2 was revised to appropriately address the Unit 2 DEHC design response.

A corrective action (CA) has been completed to apply performance improvement principles
to the individual involved in the event concerning proper logging and turnover of evolutions
that do not proceed as planned.

Corrective Action Planned

The corrective action to prevent recurrence (CAPR) will revise procedure AD-AA-101,
Processing of Procedures and T&RMs, to ensure all modification related procedure
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consent.

Component data

System:
Component:
Component number:
Component name:
Manufacturer:
Model number:

System:
Component:
Component number:
Component name:
Manufacturer:
Model number

Previous Similar Occurrences

JJ Turbine Supervisory Control System

TBG Turbine
X1-031-203

DEHC Monitor

526A TYCO Electronics
ET2200L

JJ Turbine Supervisory Control System

PL Panel

20-C653

Turbine Console

G080 General Electric
MF

There was no previous RPS actuation due to DEHC BPV control response.

revisions identified with High or Medium consequence risk factors per HU-AA-1212 are
validated in accordance with AD-AA-101-F-03, Procedure/T&RM Validation Checklist.
Exceptions to this validation requirement require the site Senior Leadership Team’s (SLT)

Unit 1 LER 2014-004 was submitted on May 5, 2014 and reported a scram due to a
degraded EHC power supply that caused all 6 main turbine intercept valves to close.
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